CHAPTER 6: SHIPMENTSANALYSIS

6.1 INTRODUCTION

Central air conditioner and heat pump (CAC-HP) shipment estimates are a necessary input
for national energy savings calculations.

In this chapter we describe an accounting model for projecting annual CAC-HP shipments
that accounts for:

C Combined effects of price, operating cost, and income on annual U.S. shipments.

C Market segments (e.g., new housing, replacement decisions, and non-ownersadding
aCAC-HP).

C Decisions to repair rather than replace.

C Age categories of CAC-HP.

All calculationsare performed on aseriesof Microsoft Excel spreadsheetswhich areaccessible over
the Internet. The shipments model is incorporated into a larger spreadsheet model that forecasts
national energy savingsand net present value. Accessto and basic instructionsfor the spreadsheets
are discussed in Chapter 7 on the National Energy Savings and Net Present Vaue Analysis.

6.1.1 Definition of Market Segments and Owner ship Categories

The CAC-HP shipments model described herein segments both CAC-HP ownersand CAC-
HP purchasesinto different categories. The different types of CAC-HP owners (e.g. new housing,
regular CAC-HP owners, and non-owners) are faced with different types of CAC-HP purchase
decisions and purchase motivations. On the other hand, the different CAC-HP purchasers are
motivated to purchase a CAC-HP for different reasons. Because of these differences within
households and the CAC-HP market, we segment both markets and ownership into different
categories. Totheextent amodel can portray the different behaviorsand stock flows of the different
market segments, the better it portrays the reality of the CAC-HP market. Additionaly, by
disaggregating the market and utilizing specific known features of the different market segments,
the behavior of themodel isconstrained to match real market conditionsandismorelikely to behave
in ways consistent with actual market behavior.

Asdescribed in Chapter 5, the Life-Cycle Cost and Payback Period Analysisacountsfor the
use of residential-type central air conditioners and heat pumps in commercial buildings. But for
purposes of forecasting shipments, only the residential housing market is considered. Although
ignored in the shipments model, commercial applications are accounted for in the National Energy
Savings and Net Present Value Analysis by adjusting the annual energy consumption of central air-
conditioning and heat pump equipment to reflect their use in commercial buildings. More details
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on the annual energy consumption adjustment are provided in Chapter 7.

In this shipment forecast model, households with air conditioning equipment are classified
into a Central Air-Conditioning (CAC) households and a Heat Pump (HP) households using the
relative market share of the different types of equipment. The two types of systems are further
classified as split or package systems according to the rel ative market shares of the system type. The
shipment forecast model first calculates the over-all dynamics of the combined CAC-HP market
Households in this combined market are further divided into four different ownership categories,
while consumer purchases of CAC-HP are divided into five different market segments. The four
CAC-HP ownership categories are: 1) new housing, 2) existing housing with aregular CAC-HP, 3)
housing without a CAC-HP, and 4) housing with an extended life CAC-HP. We refer to the
population of CAC-HP in each ownership category as the stock of CAC-HP of that category.

Meanwhile the different types of CAC-HP purchases are divided into five separate market
segments as follows:

* New Housing Market: When new homes are completed, they will result in the purchase
of new CAC-HPs.

» Early (Discretionary) Replacement Market: Even before a CAC-HP breaks down, about
29% of CAC-HP owners replace the existing CAC-HP because they want an updated
model, because of remodeling, or for other miscellaneous reasons.

* Regular Replacement Market: Most CAC-HP purchases result from the replacement of
an existing CAC-HP that has broken down after the completion of its useful life.

» ExtraRepair Market: Under conditions of high costsfor new CAC-HP afew consumers
will rebuild or repair a broken down CAC-HP (thus extending its lifetime) rather than
purchasing anew CAC-HP. Eventually, even extended life CAC-HPs breakdown and
are replaced.

» Remodeling Market: When people change residence or remodel their homes they may
install new air conditioning equipment.

The ownership categories reflect the type of CAC-HP that a consumer has, while the markets
segments reflect the reasons for purchasing a new CAC-HP.

The CAC-HP Shipments Model keepstrack of the population of each type of CAC-HP and
CAC-HP purchase. Eventsand consumer decisionsinfluence how the stock and supply of CAC-HP
flow from one category to another. Decisionswhich are economically influenced are modeled with
econometric equations.

Figure 6.1 shows the detailed flow diagram for the CAC-HP Shipments Model.
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Figure6.1  Flow Diagram for CAC/HP Shipments M odel

Asdepicted in Figure 6.1, households are faced with a series of decisions of whether or not
the current unit will be replaced, or whether anew unit will be purchased. The types of households
areillustrated with rectangles, and the decisionsto which the househol ds are subjected areindicated
by the arrows. Each branch of adecision or event treeisillustrated with a diamond which has one
input arrow, and two output arrows. The decisions to which each category of households (and their
CAC-HP unit) are subjected are described below:
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New households are those househol ds which represent a net increase in housing stock (new
housing construction lesshousing stock removed fromthe market). Thesehouseholdsarefacedwith
the decision of whether or not to get a new CAC-HP with the house.

For householdswith existing regular units, thefirst questioniswhether or not the current unit
ishaving operational problems(i.e. needsrepair). If the unitiswithout problemsthen the consumer
must decide if he or she wants to purchase a unit for other discretionary reasons. If the unit has
operational problems, then the consumer must decide if the unit isto be repaired or replaced. If the
consumer makes an extrarepair to avoid purchasing a new unit, then the model assumes that the
repair extends the unit lifetime by six years.

For householdswithout CAC-HPsasmall fraction (at most afew percent) of consumerswill
decide to become new CAC-HP ownersin agiven year.

Households with extended lifetime CAC-HPs are those households that have extended the
lifetime of their unit through an extra repair when the unit last broke down. When the CAC-HP
breaks down yet again, the consumer will have to have it replaced..

In section 6.1.3 we review the economics durables sales forecasting literature; section 6.2
describes the details of the mathematical structure of the model, while section 6.3 discusses the
modeling of economic consumer decisions, and section 6.4 presents the model results.

6.1.2 Shipments Model Features

We have incorporated a variety of features in the CAC-HP shipments model in order to
provide more detailed predications and accounting the forecasts.

Detailed accounting of different market segments and CAC-HP ownership categories: The
model accounts for a variety of market dynamics including changes in repair behavior and
extending the life of CAC-HPs through extrarepairs.

Purchase price, operating cost, and income elasticities: The model includes consumer
responsiveness to purchase price, operating costs, and income. Assumptions about the inter-
relation of different economic factors are used to determine the rel ative importance while over-
al sensitivities are calibrated with historical shipments data.

Incorporation of repair rates and early (discretionary) replacements: The current shipments
model utilizesdatafrom astudy on heat pump servicelifeto establish both CAC-HPrepair rates
and the proportion of early (discretionary) replacements'.




The purpose of the model is to provide the best estimates possible for future CAC-HP
shipmentsthat are consistent with the recent history of CAC-HP shipments, and with current CAC-
HP market structure and consumer preferences.

Whilewe endeavored to include adiverse set of featuresin the shipments model, there were
some features which for the sake of ssimplicity and accuracy were not included. In particular there
we did not include either afuel switching elasticity nor regional housing shifts. We do however
discusslater in this chapter estimates of the relative impacts of these factors and show that they are
relatively small.

6.1.3 Review of Other Published Research

We performed areview of recent literature on forecasting purchases of consumer durables
in order to evaluate studies regarding price and features sensitivities and their application to long
term salesforecast models. Wereport on eight relevant studies published from 1990 to the present.

In thisliterature, astandard measure of consumer sensitivity to features of the products and
the market issaleselagticity. Elasticity isthe parameter that relates the relative change in afeature
(such as price, P) to the relative change in sales. For example:

DS/S=exDP/P (6.1)

where ASSistherelative changein sales, AP/P istherelative changein price, and g isthe elasticity.
Elasticities are generally negative numbersranging from 0to -3. A product which has an elasticity
-2 will experience a 2% drop in sales for a 1% increase in price.

According to the marketing and sales forecasting literature, consumer price response and
elasticity varies dramatically depending on the type of trade-offs being made, the time scale over
which sales variations are being measured, the type of durable being examined, and the stage of
development of the particular durables market in question.

Thegreatest price sensitivity isobserved when consumersare being asked to maketrade-offs
between price, brand, and features in an unconstrained market where the consumer has the choice
of different brands and makes of product. In this context, which is most relevant to marketing
decisions, the choice of from whom to buy a product is highly sensitive to the price being charged
by that particular manufacturer. Price/features trade-offs are typically applied to set prices for
different product classes according to the over-all value that consumers place on other features
relative to price’.

In the long-term sales forecast literature, elasticities are much smaller than those observed

in short term sales or product choice applications. This reflects the difference between along-term
perspective (whether to own a CAC-HP) and a short-term one (which unit to purchase and when to
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buy). Furthermore, durablesundergo atime dependent price sensitivity asthey go fromintroduction
to acceptancein the overall market® #°. Research that examinesthe changein elasticities over time®
findsthat for clothes dryers and appliances that are deemed ‘ necessities’ (i.e. have a high market
penetration) that ‘elasticities are either constant, not statistically different from zero, or decline
toward the |ater stages of the adoption life cycle’’. These results are based on fitting models with
elasticity to historical data on shipments and sales of major appliances.

Since the introduction of standards could potentially cause long term structural changesin
prices and features, we consider theresultsfrom thelong term salesforecast literature most relevant
to the present CA C-HP shipmentsmodeling effort. It isexpected that el asticitieswill be smaller than
what is found when consumers are evaluating brand or features choices.

6.2 METHOD
6.2.1 Definitions

The model is organized in terms of three classes of items. Stocks, Events, and Decisions.
These different classes are defined as follows:

6.2.1.1 Stock

A Stock isthe number of householdswith aparticular CAC-HP of aparticular category. The
main property of a stock is that it evolves over the course of the year by aging one year and by
increasing or decreasing in responseto inflowsand outflows produced by eventsand decisions. The
four permanent stocksin the model are new househol ds, householdswith CAC-HPs, the households
without CAC-HPs, and households with rebuilt or extended-life CAC-HPs. In addition to the
permanent stocks, there are temporary stocks of CAC-HPs in need of repair, repaired CAC-HPs,
rebuilt CAC-HPs, andretired CAC-HPs. All of thetemporary stocksare allocated to one of thefour
permanent stocks within the one year computational time step of the model.

6.2.1.2 Events

Eventsarethingsthat happen to astock that can change the status of aportion of that stock,
but do not depend on economic conditions. Events do not depend on market conditions, but are
dependent on the properties of the stock. The main event in the model is CAC-HP problem
development or breakdown. For regular CAC-HP, whether or not a unit develops problems that
requirearepair isan event. For extended-life units, whether the unit suffersfrom afinal breakdown
is another event.



6.2.1.3 Decisions

Decisions are consumer reactionsto events and market conditions. Decisions are described
in terms of probabilities that typically depend on the type of stock, the age of the CAC-HP, the
incremental cost of thedecision, and market conditions. Theprobability of two subsequent decisions
inthe sameyear isequal to the product of thetwo individual decision probabilities. The dependence
of decision probabilities on price and market conditionsis given by an econometric logit equation:

@ Prob ¢ ePrice - PWF* OSp

In%l- Proba -ar bx% Income 1]

(6.2)
where Prob is the probability of the decision, and where the right hand side of the equation
represents the utility of the decision. The coefficients b represents the consumer sensitivity to
changesin product life-cycle cost relative to income. The constant term a is an offset for the utility
which calibratesthe utility to the value of the market sharein areferenceyear. Priceisthe purchase
priceinthe current year, while PWF isthe present worth factor given the consumer market discount
ratefor savings versus purchase pricetrade-offs. OSisthe operating savingsrelativeto aunit of the
average efficiency of units sold in1998, and Income is the household income.

Thedetail sof model calibration and sel ection of parametersfor the consumer decision model
are presented in Section 6.3.1.
6.2.2 Purchasesfrom New Housing

6.2.2.1 Definition

Purchasesfrom net new housing are defined asthose purchasesthat arise from anet increase
in the total housing stock.

6.2.2.2 Approach

The decision tree shown in Figure 6.2 illustrates the approach taken for modeling new
housing purchases.



| New Houses |

Purchase CAC/HP ?

Buy New Join Houses
Unit without a CAC/HP

Figure6.2 Decision Tree for New Housing
Purchases

Dataisavailablefor the market saturation of new householdswith CAC-HP unitsup to 1997
from the Residential Energy Consumption Survey (RECS)®. Thismarket shareis projected into the
future using alogit probability of purchase equation as described in section 6.3.

The equations for estimating the purchases from new housing are as follows:

U NewHomes = EMS xProbnew Homes X*HOUSECompletions (6.3)

Where,
Unew Homes = New CAC and HP purchases for new home,
Probya,vomes = the probability of purchase of CACs and HPs for new homes,
HOUSE ypeions =  the housing completions, and
EMS= the eligible market share for either CAC and HP (thisis 90% of all new
housing).

For any given year, there are a certain number of CAC and HP systems which are removed
during the course of remodels and housing demolitions. Thus, there must be an accounting of the
number of CAC-HP units which have been removed from the equipment stock before they have
reached theend of their useful life. Itisassumed that the number of CAC-HP unitsremoved isequal
to the number of housing demolitions multiplied by the current stock saturation of CAC-HP. The
equations for estimating housing demolitions and the number of CAC-HP units removed with the
demolitions are as follows:

Houseremovais = H OUSEcompletions T Houseremoders - DHOUSEg0ck (6.4)

U Removals = HOUSERemovals U stock Saturation (6.5)
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Where,
House,oas=  The net housing stock that is either demolished or has aremodel that
would remove an old CAC-HP product,
House . 1oqas = Housing stock that has a remodel that may remove an old CAC-HP

product,
AHousey,, = changein the housing stock,
Uremovas = CAC or HP stock removed with demolished housing stock, and
Ugock saturation = CAC or HP stock saturation.

When the units are removed from the stock, we must assume a particular age distribution.
We assume the age distribution is the same as that for replacements, namely:

30
agae:L1J Removal

U Removal (Year,age) = U petireq (Year,age) x—55——— (6.6)
d U Retired
age=1
Where,

Uremovas (Year ,age) = CAC or HP stock removed with demolished housing stock of agiven

agein agiven year, and
Urqireg (Year ,age) = number of CAC or HP unitsretired of agiven agein agiven year.

6.2.2.3 Current Assumptions

It is assumed that the relative size of the eligible markets for CAC and HP are in fixed
proportion (primarily dueto the climate and geography). We used the relative size of CAC and HP
market sharesin total salesfrom 1978 to 1997 to determinethisratio®. Figure 6.3 showsthe market
share of heat pumps in air conditioning product sales from 1978 to 1997, and as one can see from
the figure, there is no discernable trend, and the level remains at about 23%.
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Figure6.3  Market Shareof Heat Pumpsrelativeto Total Central Air Conditioner and
Heat Pump Sales

6.2.3 Existing Housing with a Regular CAC-HP

6.2.3.1 Definition

Existing housing with regular CAC-HP are those existing households that have a CAC-HP
unit, and whose unit has not had an extrarepair that extends the life of the CAC-HP unit.

6.2.3.2 Approach

The decisions involved with the replacement and repair of regular CAC-HPs in existing

housing areillustrated in Figure 6.4. The figure showsthat several decisions and events affect the
replacement of an existing CAC-HP with anew or used machine.
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| Houses with CAC/HP |

Repair or
Replace Unit?
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Buy New
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Extra Repair Unit Unit
egular
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Unit Life Unit

Figure6.4  Decision Treefor Replacement and Repair of Regular CAC-
HP Unitsin Existing Housing

For a household with an existing CAC-HP unit, the first question iswhether or not the unit
has problems and needs repair. |If the unit needs repair, the consumer will then decide whether to
repair the machine or replace it. If the machine is repaired, then the decision is evaluated to see if
it is an ‘extra repair for a machine that under norma economic conditions would have been
replaced. If itisan extrarepair, then the CAC-HPisassumed to haveitslife extended by six years.

If the machi nedoesnot have any problems, the consumer still may replacethe CAC-HP early
(beforebreakdown). Thesediscretionary purchasesarereferredtoasearly replacements. According
to a 1987 heat pump survey data®, about 29% of CAC-HP units are replaced early. Table 6.1
provides the reasons from the survey for why heat pump owners replace their equipment. The
percentage of early replacements (29%) are based on all reasonsexcluding  Unit Failure’ and‘Don’'t
Know/No Answer’.
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Table6.1 Reasonsfor Replacing Heat Pumps

Reason for Replacement

Per centage of Respondents?

Unit Failure

Efficiency Upgrade

Service Problems

Unit Aging

Improved Comfort
Maintenance Personnel
Natural Disaster
Advertising/Sales Promotion
Other

Don’'t Know/No Answer

55.6%
8.6%
7.9%
4.6%
4.6%
0.7%
0.7%
0.0%
2.0%

47.0%

aMultiple responses cause total to exceed 100%.

The decisions and events in the decision tree are modeled with probability functions. We
therefore need four relative probability functions to model this purchase decision process:

AwWDNPE

The probability that an existing CAC-HP has a problem.

The probability of replacing, or repairing a machine as a function of age.
The probability of an early replacement of a machine without problems.
The probability that a CAC-HP is not replaced.

1. Theprobability that an existing CAC-HP has a problem and needsrepair is based on the

same 1987 heat pump survey that is used to estimate early replacements. In the survey, data is
presented on thelifeof theoriginal compressor*. For purposesof thisanalysis, thesurvival function
of theoriginal compressor isused to establish the probability that an existing CAC-HP hasaproblem
and needs repair. Figure 6.5 shows the survival function of the original compressor. It should be
noted that the 1987 heat pump survey established asurvival functionfor theoriginal compressor only
out to its median lifetime (14.5 years). Linear extrapolation was used to determine the remaining

portion of the function.
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Problem

2. The probability of Repair vs. Replace (replace and retire are used interchangeably) is
subject to market variations and changes as described by a probability of purchase equation:

Pr ObNeedsRe pair
Pr ob, : : ear,age) = (6.7)
RepalrvsRetlre(y ag ) (l- PrObSurvivaJ (year,age))
Where,
Probgenir vs raire (YEAr, ag€) = Probability of repair vs. retire,
Probyeeds repair = probability of needing repair (as shownin Fig. 6.5) , and
Probg,.i.» (Year,age) = probability of survival (as shown in Fig. 6.6).

Again, the 1987 heat pump survey* is used to establish the probability of a CAC-HP unit
needing repair. The probability of survival isbased on the survival function in the 1987 survey for
the total heat pump system. Figure 6.6 shows the heat pump survival function. It should be noted
that the 1987 heat pump survey established asurvival function for the entire heat pump system only
out to its median lifetime (19 years). Linear extrapolation was used to determine the remaining
portion of the function.
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Figure6.6  Survival Probability Function for CAC-HP Units

The probability that aCAC-HP hasaproblem and needsrepair was presented earlier (Figure
6.5). Thus, as presented in Eqgn. 6.7, the probability function for determining whether to repair or
replace a CAC-HP units is based on the probability functions for needing repair (Figure 6.5) and
survival (Figure 6.6).

If proportionally more machines are being repaired than in the reference year of 1996, then
those machines repaired above and beyond the reference level have their life extended by six years.
In the model, thisis done by moving the machine to the stock of extended lifetime machines, and
using a survival probability function for this stock which is shifted by six years.

3. For the probability of early retirement, a ssmple linear function describes the relative
probability of adiscretionary CAC-HP replacement over time. Thisfunction isassumed to be zero
at age zero and to increase linearly with CAC-HP age. The slope of thisfunction is chosen so that
the relative proportion of discretionary replacements vs. all replacements in the model output is
consistent with the 1987 heat pump survey data discussed previoudly (i.e., 29%is1987). CAC-HP
purchases that result from a change of residence are not considered to be ‘ replacements'.

Figure 6.7 shows the probabilities for the different decisions and events as a function of
CAC-HP agefor the model calibration year of 1987. For most of the age of the unit, the most likely
disposition of an existing CAC-HP isfor it to be kept. Thereisasignificant probability of repairs
for much of the machine's life. Meanwhile, as the CAC-HP becomes old the likelihood of
replacement becomes dominant. Throughout the units’ life, there is some probability of an early
replacement. Though in any given year the probability of an early replacement may be small, the
cumulative effect of this small probability is approximately 29% of total CAC-HP sales.
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The equations describing the details of the disposition of the existing units are as follows:

U Needs repair (Y€AI,80€) = Probyees repair (Y2, ag€) XU gouk (YeQr , age) (6.8)

U retired (Y€, @0€) = PrODgetire vs Repair (Y€, 20€) XU Needs Repair (YR , 2€) (6.9)

U gariy (Year,age) = Probgyy (Year,age) U gou (Year,age) - U needsrepair (YA, a0€)] (6.10)

Pr 0bXtraRe pairs(year , age) = Pr ObRetirevs. Re pair (year ’ age)

(6.12)
- Pr ObRetirevs Re pair (19967 age)
U ExtraRe pairs(year’age) = Pr ObXtraRe pairs(year,age) XU NeedsRe pair (year,age) (6.12)
(if I:)"Ol:)XtraRepairs > OelseU XtraRepairs = 0) '
Where,
Unjecds Repair (YEAI, 2QE) = The number of regular units of agiven age that need repairs

inagiven year,
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Probyeeds repair (29€) = the probability that a regular CAC-HP unit of agiven age

needs repair (this function isindependent of year),

Ugo (Year, age) = the number of regular units of a particular agein agiven
y%rl
Urqireq (YeQI, @ge) = the number of regular unitsretired,

Prob geirevsrepair (YEAIr, ag€) = therelative probability that aregular CAC-HP which needs

repair will be retired,

Uy (Year, age) = the number of CAC-HP units that are replaced early,
Prob,,, (year, age) = the probability that a CAC-HP will be replaced early,
Proby, repairs (YeQI, age) = the probability that a CAC-HP that needs repair received

extrarepairs that extended itslifetime, and

Uyira repairs (YEAI, 2QE) = the number of regular CAC-HPs that received lifetime-

extending repairs.

6.2.3.3 Current Assumptions

There are several important assumptions made in modeling the replacement and repair of
existing units. These include:

The needs-repair (or problems) probability functionisindependent intime. Wealso
assumed that when compressor breaks down is when a unit needs repair. To
reiterate, this probability function is based on the survival function of the origina
compressor as established by the 1987 heat pump survey.

When a machine breaks down, it is either repaired or replaced.

All early replacements result in the purchase of a new machine.

If a greater proportion of machines with problems obtain repairs in the future than
they did in 1996, then the additional population of repaired machines have an
extended lifetime which is six years greater than the regular CAC-HP lifetime.

For machines that do not experience problems, the relative probability of an early
replacement is zero for a new machine and increases linearly with CAC-HP age.

6.2.4 Remodeled Households

6.2.4.1 Definition

Remodeled households are those households that purchase a new CAC-HP system due to
remodeling work.

6-16



6.2.4.2 Approach

The approach taken to model purchase decisions by households undergoing remodel s that
may effect CAC-HP purchases is shown in Figure 6.8. The household has only one decision:
whether or not it is going to purchase a unit.

| Remodeled Houses |

Purchase CAC-HP?
Yes
No

Buy New Remain without
CAC-HP CAC-HP

Figure6.8 Decision Tree for Remodeled
Housing

For this, we just assume an annual probability of purchase which varies according to the economic
probability of purchase model. We utilize the same purchase probability function used in the new
housing market.

The relatively simple dynamics of the decision by a remodeling household deciding to buy
aunit is described by one equation:

U remodel (Year) = Pr ObNe\NHousing (year) xHousegemode (Year) (6.13)
Where,
U Remoa (YEQr) = Thenumber of remodeling households that purchase CAC-HP units
inagiven year,

Prob yeyrousng (Y€ar) = the probability that ahousehold will purchase a CAC-HP in agiven
year if it isin the new housing or remodel market, and
HOUSE gooae (YER) = the number of remodeling householdsin agiven year.

And the number of remodel householdsis assumed to be proportional to new housing completions
and is therefore described by the following equation:

Houseremode (Year) = Aremode *HOUSECompietions(Year) (6.14)
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Where,
Aveosa =  Thecoefficient that determinesthe size of theremodel market relative to housing
completions.

6.2.4.3 Current Assumptions

The probability that a remodeling household will purchase a CAC-HP in a given year is
assumed to be proportional to the number of housing completions (which measure construction
activity), and saturation of CAC-HP in new housing. The over-all size of the market is described
by a calibration constant which is set based on data from the Air Conditioning, Heating, and
Refrigeration (ACHR) News. For both the CAC and HP markets, the ACHR News estimates that
14% of shipmentsin 1992 went to the“ add-on” market (we assume here that the remodeling market
corresponds to the “add-on” market described by the ACHR News)*®. The 14% value was used as
calibration point to estimate the size of the remodel market.

6.25 Housing with an Extended-Life CAC-HP

6.2.5.1 Definition

Thesehouseholdshave CA C-HP unitsthat havereceived morerepairsthan what wasnormal
in the reference year of 1996. It istherefore assumed that the lifetime of these CAC-HPs has been
extended by these extrarepairs.

6.2.5.2 Approach

Theinput of thisparticular stock of CAC-HPscomesfrom regular CAC-HP householdsthat

have made extrarepairs on their equipment. Once an extrarepair has been made, it is assumed that
no more repairs will be made after the next machine breakdown.
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|Houses with Extended Life Units |

Yes,
Replace
Unit No

Buy New Keep Existing
Unit Unit

Figure6.9 Decision Tree for Housing with
Extended Life Units

Figure6.9illustratesthedecisiontreefor the stock of extended-life CAC-HPunits. Notethat
these CAC-HPunitsarealready quite old becausethey areregular CAC-HPsthat havereceived extra
repairs near breakdown. The main event in this decision tree is whether or not the machine has
problems. Thisprobability function isjust ashifted version by six years of the survival probability
function for regular CAC-HPs and isillustrated in Figure 6.10.
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Figure 6.10 Survival probability function for extended life units
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In terms of equations, the dynamics of the extended-life CAC-HPs can be described as
follows: First theretirement of the CAC-HPsiscalculated simply with the retirement (replacement)
probability function (shown in Figure 6.10).

UXRRgetired (Year,age) = Probyg reire (89€) XUXRgou (Year , age) (6.15)

Where,

UXR rqireq (Year, age) =  The number of extended-life CAC-HP units of a particular age
retired in agiven year,

Prob ,grairc(@ge) = the probability that an extended-life CAC-HP of agiven age will
be replaced or retired (based on the extended survival functionin
Figure 6.10), and

UXRg (Year, age) = the number of extended-life CAC-HP units of agivenageina
given year.

Then the stock accounting is done such that the change in stock is the number of regular
CAC-HPsthat get extrarepairs minus the stock that is returned:

UXRgock (Year,age) = UXRgq (Year - 1,age- 1) - UXRgeiireq (Year - Lage- 1)

6.16
+ U xirarepairs(Year - Lage- 1) (6.16)

Where,
U ira repairs (YE2I', ag€) =  the number of regular CAC-HP units of a particular age that
received extrarepairsin agiven year.

6.2.5.3 Current Assumptions

There are several assumption of the extended-life CAC-HP modeling. These include: 1)
Extended life CAC-HPsarenever repaired again; 2) Theextended-life CAC-HPshavealifetimethat
IS six years greater than that of the regular units; and 3) The retirement probability function is
independent of time.

6.2.6 Accounting Equations

For conducting the shipment forecasts, we specify a series of equations that define the
dynamics and accounting of the different types of CAC-HP stocks. For new housing the equation
describing the stock of new housing istrivial. The stock of new housing is the number of housing

starts.

M eanwhilethe most complicated accounting equation isthat which describestheaccounting
of the existing stock of regular CAC-HP units.

6-20



For the stock of regular CAC-HP unitswe havetwo equationswhich describe the accounting
of the population. The first equation says that the number of one-year old unitsis simply equal to
the number of new CAC-HP units purchased the previous year:

U o (Year,age = 1) = U ey (year - 1) (6.17)

Meanwhile the next equation describes the accounting for CAC-HPs of the different, older age
categories.

U gock (Year,age) = U g (Year - Lage- 1) - Uggreq (Year - Lage- 1)

- Ugany(Year - Lage- 1)- Uyyarepars(year - Lage- 1) (6.18)
) URemovaJs(year - Lage- 1)

Where,

year = The year that the stock is being estimated,

U g0 (Vear, age) = the population of regular CAC-HP in existing housing of a
particular age,

U ey (Year) = the number of CAC-HP purchasesin aparticular year,

U raireq (Ye2r, age) = the number of regular CAC-HP unitsfrom a particular age
category that were replaced in a given year because of problems
that had occurred,

U ey (Vear, age) = the number of regular CAC-HP unitsthat are replaced early from
aparticular age category in agiven year for discretionary reasons,

Ueay (Year) = the total number of early replacements (of all age categories) of

regular CAC-HP unitsin agiven year,

U ira repairs (YEAI,20€) = the number of regular CAC-HPs that have received lifetime-
extending repairs (these machines get transferred to the extended
lifetime stock), and

U removais (Year,age) =  the number of CAC-HPs of a particular age that have been
removed with the demolished housing stock in agiven year.

Eqgn. 6.18 indicates that the number of CAC-HP in a particular age category is equal to the
number of CAC-HPsintheyounger age category of the previousyear minusthe number of CAC-HP
retired or replaced early.

Then for the stock accounting for the extended life machines (those that havereceived extra
repairs), we have the following:

UXRSOCK (year ’ age) = UXRS:ock (year - 1’ age - 1) - UXRRetired (year - 1’ age- 1)

6.19
+U Xtra Repairs(year - 1’ age - 1) ( )

Where,
UXR g, (Year, age) = The number of CAC-HP units in agiven year of agiven age
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group that belong to the stock of machines that have received
extrarepairs, These extrarepairs have extended the life of the
machine,

UXR rqireq (Year, age) = the number of machines of a particular age that are retired from
the extrarepair stock in agiven year, and

U yrarenairs (Y2, @g€) = thenumber of regular CAC-HP unitsof a particular agein agiven
year that receive repairs that extend the machine life in a given
year.

Eqgn. 6.19 saysthat the stock of extended life CAC-HPs comes from regular CAC-HP units
which receive extra repairs when they break down. This stock then ages, and is removed as it is
retired due to additional repair problems.

Eqgn. 6.20 saysthat number of non-owner householdsisthe number of households minusthe
number of regular CAC-HP owners minus the number of extended life CAC-HP owners.

The CAC-HP purchase are related to changes in the different CAC-HP stocks as follows:

U new (Year) = U geireq (Y2, age) + UXRgetireg (Y2, 20€)

6.20
+U Early(year’age) +U Remode (year) +U New- NeWHome(year) ( )
Where,
U ey (Year) = The number of new CAC-HP purchasesin agiven year,
U remode (YEQI) = the number of CAC-HP units purchased by households undergoing

remodeling
In the rest of this report we will describe in more detail how this accounting approach is
implemented to forecast CAC-HP shipments.
6.3 MODEL

Inorder to estimatetheimpact of standards-induced priceand featureschangesitisnecessary
to have a model which describes consumer decisions.

6.3.1 Logit Probability of Purchase Model

6.3.1.1 Logit Equation

The mathematical building block for the modeling of consumer decision probabilitiesisthe
logit probability of purchasemodel. Inthismodel, the probability of purchase dependson the utility

of the CAC-HP, Util, which depends on the attributes of the appliance. This purchase probability
is constrained to be between 0 and 1, and relative changes in the probability of purchase are
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proportiona to changes in the utility of the appliance. These theoretical requirements for the
decision probability function can be satisfied by requiring that the probability of purchase function
satisfies the following equation:

9 Prob

brop = TUtil x(1- Prob) (6.21)

where Prob = decision probability, and MULil is the differential change in utility which isalinear
function of the CAC-HP attribute variables. The factor of (1-Prob) on the right hand side of the
equation enforces the condition that the probability of purchase never exceeds 1.

We can solvetheabove equation for the probability function assuming aparticul ar functional
form of the utility in terms of the attribute variables:

i &Price- PWF* OS0
Ut = bX¢ :
e Income [}

(6.22)

where the differential changein utility is equal to alinear function of differential changesin price,
operating savings and features changes. Substituting Eqn. 6.22in Eqgn. 6.21 and then integrating we
obtain:

n& Prob § _ - aePrice- PWF* OSg 629
&1- Probd g’ Income 9 '
or
1
Prob = (6.24)

1+ @ g,a+b>§ Price-PWF* 03/ |ncome gg

where a is a constant of integration determined by the values of the probability at initial market
conditions. This can aso be written as:

Util
Prob = 1+—eum (6.25)

Where,

®Price- PWF * OSQ

Util=a+b

: (6.26)
Income 4]

Thus, the above equations define the logit probability of purchase model.
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6.3.2 Determination of Market Shares

In the shipments model for CAC-HP, there are important interactions and constraints
imposed by the interaction between different sub-markets. For this reason the CAC-HP shipments
model first solvesfor thesalesof all central air conditioning products, and then dividesthe markets,
sales, and stocks between different product types.

Usually, houses get only one central air conditioning system which is either a central air
conditioner with gas heating, or aheat pump which provides both cooling and heating services. In
addition, central air conditioning systems and heat pump systems come as either split systemsor as
packaged systems. If al four product types are modeled independently, then it is possible for the
total saturationsof the systemsto exceed one, and animportant over-all constraint to salesand stocks
may not be satisfied. We therefore first solve for sales of al air conditioning systems, and then
divide households and sales between CAC and HP. Then for each of CAC and HP we divide
households and salesinto split vs. package systems. We also allocate different proportions of sales
and stocksto different regions of the country and to commercial buildings so that we can calculate
the proper weighted averages of heating and cooling energy use.

6.3.2.1 Eligible Market Sharefor AC

Somepartsof theU.S. do not requireany air conditioning, and how cheap they may become
central air conditioning systemswill not reach 100% saturation. Thisimpliesthat theeligible market
for central air conditioning systemsis lessthan 100%. To estimate the size of the eligible market
we do two fits to historical data. Onefit isfor housing stock saturations over time, while the other
isfor new housing over time. The eligible market in the housing stock is less than that for new
housing because old house designsin some partsof the country may not allow for upgradesto central
air conditioning systems. We estimate the size of these eligible markets by fitting alogit market
saturation model (with price/income asthe primary economic driver for consumer decisions) to the
historical saturations. When we do this fit, we find that the best fit value for the housing stock
eligible market is approximately 80% while that for new single family housing is approximately
90%. Figure 6.11 shows the logit market saturation model fits to central air conditioning system
saturation with 80% and 90% maximum eligible markets for housing stock and new single family
housing respectively.
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Figure6.11 Central AC System Saturationsin New Single Family Housing
and Housing Stock: Comparison of Data and L ogit Function Fits

6.3.2.2 Market Sharefor CAC versusHP

Oncethe over-all market share for central air conditioning systemsis properly modeled, the
next task isto divide sales and saturations between simple central air conditioning systems and heat
pump systems. During the early stagesof introduction of the technology, therewas afairly complex
market dynamics between central AC and heat pumps. This is because central AC is a simpler
technology that entered the market first and it took some time for heat pumps to attain consumer
acceptance and mature as a technology. But referring back to Figure 6.3, after 1978, the relative
market share of heat pumpsinall central air conditioning systems settled into areasonably constant
value centered around 23%. We therefore use a fixed 23% market share for the size of the heat
pump market relative to all central AC products.

6.3.2.3 Market Share of Split vs. Package systems
The detail ed dynamics between packaged and split systems salesislargely beyond the scope

of the shipments forecast study. We therefore for the sake of modeling simplicity, assumed fixed
relative market shares of split vs. package systemsfor both CAC and HP. The criteriathat we used
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for selecting the relative market shares of split vs. packaged CAC and HP products is that the
selected market shares should produce roughly correct shipments values in the late 1990's for
packaged system sales. Therelative market share valuesthat satisfy thiscriteriais 88% split versus
packaged heat pumps and 90% split versus. packaged CAC. The difference between the optimal
valuesfor the model and the relative market shares in currently observed sales comes from the fact
that relative market shares of packaged systemsare declining over time, and some packaged systems
are being replaced with split systems. The mathematical structure of the model assumes that
packaged systems are replaced with packaged systems. For the model to capture the declining
market share of packaged systemsit therefore must use alow value of the packaged system market
share for the forecast to compensate for the fact that some of the replacement market is being
satisfied by split systems rather than packaged systems.

6.3.2.4 Regional Market Shares

In order to calculate energy use amounts and operating expenses, it is necessary to have an
estimate of the regional distribution of the different air conditioning products. We calculate the
fraction of productsin each of the nine Censusdivisionsutilizing household saturation datafromthe
RECS 1997 survey'. Wealso obtain from RECSthe approximate average annual operation of such
products (in units of hours at peak load) from the regional average energy use, the regional average
efficiency and the mean capacity of such systems.

6.3.3 Price

The CAC-HP shipments model initially calculates shipments and stocks for all central air
conditioning products and then divides these into the different product sub-markets according to
fixed market shares that assume very low inter-product elasticities. In calculating the price, and
operating cost over time, aweighted average of different productsistaken to estimate the effective
unit pricefor the CAC-HP market and these unit prices must be projected forward and backward in
timewiththeappropriate priceindices. Thissection describessome of the detail sof how theseprice
averages and projections are made.

6.3.3.1 Average Price Accounting

For modeling total CAC-HP shipments aweighted average price is used that is the average
pricefor all CAC-HP productsover all efficiency levels. The pricevs. efficiency model is provided
by the Engineering analysis, where those efficiencies|essthan 10 SEER are assumed to be the same
priceas10 SEER. To project pricesfrom 1998 to 1969 the Unitary AC producer priceindex isused,
whiletheall items consumer priceindex isused to measureinflation and convert pricesto real 1998
dollars. Prices are aso averaged for the appropriate efficiency level distribution.
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6.3.3.2 Historical Operating Cost Estimates

Because the shipments model isintegrated with the National Energy Savings calculation, a
detailed cal cul ation of the operating costsand energy useismade. Thiscalculationincludeskeeping
an accounting of energy usethat is disaggregated by the nine Census Divisions, and the distribution
of efficiency levels for each year of interest. As the spreadsheet model was reaching the
computational limits of Microsoft Excel spreadsheets, we did not simultaneously calculate the
energy use for al four product classes and take the weighted-average. The operating cost
calculations are therefore for the particular product of interest relative to areference year of 1998.

6.3.3.3 Post-Standard Price Scenarios

Tocalculatetheaveragepriceof the CAC-HP unitsafter thestandard (and the average energy
use), assumptions must be made about the distribution of different efficiency level market shares
after aperformance standard isimplemented. There are three assumptions or efficiency scenarios
regarding post-standard efficiencies.

The first efficiency scenario iswhat we call the NAECA scenario which is amodification
of theroll-up scenario. Inthe NAECA scenario, the market shares are those of the roll-up scenario
except that 6% market sharethat would be at the standard SEER level isdistributed equally amongst
the next three higher SEER levels.

The second efficiency scenario iswhat we call the “roll-up” scenario. Thisiswhere all of
the market sharesfor SEER levelsabove the standard stay the same both pre- and post-standard, but
the market share at the standard level is the sum of the current market shares for all of those
efficiencies |ess than or equal to the standard SEER level.

The third efficiency scenario is what we cal the “shift” scenario where the relative
distribution of efficiencies staysthe same, but the market sharesfor the different efficienciessimply
shift with the standard. For exampleif the standard isa SEER 12 standard, thisistwo SEER levels
higher than the current 10 SEER standard and the market shares for the different SEER levels shift
up two SEER levels. For examplethe market sharefor the 12 SEER level would bewhat the current
market share for the 10 SEER levdl is, and the market share for the 13 SEER level post-standard
would be the market share for the current 11 SEER level., etc.

These three efficiency scenarios allow us to examine the sensitivity of the resultsregarding
the details of the post-standard efficiency distribution. The shift scenario represents the high price
and high efficiency post-standard efficiency distribution, the roll-up represents the lower price and
lower efficiency scenario, and the NAECA scenario represents a medium case. These efficiency
scenarios are discussed in greater detail in Chapter 7.
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6.3.4 Model Calibration

Therearesevera parametersthat requirecalibrationinthe CAC-HP shipmentsmodel. These
include the amplitude of the early replacement function, the size of the remodel market, therelative
importance of savings and price in the consumer decision model, and the over-all sensitivity of
purchases to price/income. In addition we examine the question of whether or not there is a
measurable fuel switching elasticity and whether regional housing shift effects are significant.

6.3.4.1 Remodels and Early Replacements

In the shipments model we model purchases due to remodels as a market that is correlated
to the new housing market, and we describe the size of this market with a single coefficient that
determines the size of the eligible remodel market relative to new housing completions. From the
Air Conditioning, Heating, and Refrigeration News, we have a relatively recent estimate of the
remodel market as 14% of all sales™. We therefore set the coefficient of the remodel market size
by the condition that the amount of remodel market sales between 1990 and 1996 average
approximately 14%. After we make this adjustment and tune other parameters in the model, the
exact value may drift slightly but it remains between 13% and 15%.

For theearly replacement market, an ASHRAE paper reportsthat approximately 29% of total
sales are early replacements in 1987"°. We therefore set the amplitude of the early replacement
probability function to replicate this figure in the model results.

6.3.4.2 Market Discount Rate

The market discount rate is a quantitative description of how consumers trade off purchase
price and operating savings in their purchase decisions. We do not have concrete, precise data on
the market discount rate for consumer decisions for air conditioning products. The one piece of
information that we have is that more than 75% of consumersin today’s market purchase units at
minimum efficiency, and that this implies that the implicit consumer discount rate for consumer
decisionsisfairly large. We assume a discount rate for consumer decisions half way between aone
and two year payback which corresponds to 75%. The shipments forecast is relatively insensitive
to the precise value of thisdiscount rate. Changing it from 75% to 25% changes the sales forecast
for a 12 SEER standard less than 1%.

6.3.4.3 Price/lncome Elasticity
After the implicit discount rate for consumer decisions is set, the effective price of the

applianceiscalculated asPrice- PWF * OS where Priceisthe purchase price, PWF isthe present
worth factor corresponding to the discount rate, and OSis the annual operating savings relative to
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abaseline operating cost obtained from the 1997 shipment-weighted efficiency. Wethen scalethis
by dividing by average household income and use the effective price divided by income as the
primary driver for economic decisions. Asdescribed above, thereisacoefficient that determinesthe
sensitivity of consumer decisions with respect to this parameter. We assume that the coefficient in
thelogit decision model isthe samein all markets (new housing, remodels, replacements, and early
replacements), and we calibrate this last coefficient by minimizing the root mean square (RMYS)
deviation between the shipments model estimates and the historical shipments data for all central
conditioning products between 1970 and 1996.

6.3.4.4 Evaluation of Fuel Switching Elasticity

Measurement of a fuel switching elasticity requires some data which shows a correlation
between price differences and changesin market share. But as Figure 6.3 shows, the relative market
share of heat pump in central air conditioning sales has stayed relatively constant over the past 20
years. In addition we have little data on the relative prices of heat pumps versus a combination
central air conditioner/gasfurnace system. There hasbeen some changesin therelative price of gas
and electricity asfuels, with the peak of gas prices relative to electricity being in 1983. But there
isno corresponding peak in heat pump market share at thistime. We therefore conclude that there
is no measurable fuel switching elasticity, and we set the fuel switching elasticity to zero in the
model.

6.3.4.5 Regional Shift Effects

In this section we provide a brief sensitivity analysis of the size of regional housing shift
effects on the shipmentsresults. To estimate the size of possible regional shiftswe can comparethe
therelative market share of housing stock in the four Censusdivisions between 1980 and 1990. We
find that the market share of households in the Northeast decreased from 21.7% to 20.5%, that
Midwest household market share decreased from 25.9% to 24.2%, that Southern household market
shareincreased from 32.9% to 34.6%, and Western household market share increased from 19.3%
to 20.6%". From these statisticsit seemsthat thereisaslow long term shift from the Northeast and
Midwest to the South and West. To the extent the shifts are to the Pacific division of the Western
region, such housing shifts do not increase energy use, but to the extent the shifts are to the South,
thismay imply agreater number of average cooling hoursfor systemssoldinthefuture. To calculate
the size of the potential impact, we take 2% of the Northeast market share of central air conditioners
for the Mid Atlantic Census division and shift this market share to the West South Central Census
division and cal culate how much of an impact this has on energy savingsfrom a 12 SEER standard
for Split Air Conditioners. Without this market share shift, the energy saved from astandardis2.31
quadrillion Btu, while with the regional shift the savingsis 2.35 quadrillion BTU, less than a 2%
change in energy savings. This probably over-estimates the change in energy savings since our
calculation is for a fixed housing market shift that occurs before the standard comes into effect,
rather than amore gradual shift over time. In addition, the West South Central Censusdivision has
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the highest air conditioner energy use, while the housing shift would be distributed across the three
divisions that comprise the Southern Census region.

Wetherefore conclude that the small impact on energy savings estimates does not justify the
computational complication that would be necessary to include a more precise calculation of the
gradual housing shifts that may occur over the post-standard evaluation period between 2006 and
2030.

6.4 RESULTS
6.4.1 Trial Standard Levels

Shipmentsresults are generated based on Trial Standard Levels(TSL). The TSLsare based
on the following: 1) efficiency levelsidentified in the supplemental Advance Notice of Proposed
Rulemaking (ANOPR) published in November, 1999, 2) the efficiency level identified as the
Maximum Technologically Feasible level, and 3) a combination of efficiency levels for different
product classes that has potentially positive impacts on consumers and the Nation.

Based on the preliminary analyses performed in the supplemental ANOPR, it was observed
that uniform efficiency levelsfor all product classesranging from 11 to 13 SEER appeared to result
inthegreatest economic benefitsto both consumersand the Nation. Consequently, it wasannounced
in the supplemental ANOPR to further consider and conduct analysesfor 11 SEER,12 SEER, and
13 SEER, for each product class.

In selecting candidate standard levels, the Process Rule requires the consideration of
equipment which hasthe most energy efficient combination of design options. Thehighest efficiency
level that is “technologically feasible” is known as “Max Tech.” The Maximum Technologically
Feasiblelevel for each product classisassumed to be 18 SEER. Ashasbeen noted in Chapters4 and
5 of thisTSD, in conducting the economic analysesfor this“Max Tech” standard level, the greatest
production cost multiplier data for each product class and efficiency level available was 15 SEER.
Extrapolation of 15 SEER data to 18 SEER was believed to be unjustified. Consequently, the
economic analyses for the 18 SEER case are al based on the 15 SEER cost multipliers, therefore,
the economic results represent, at best, alower bound to the actual values.

In addition to considering equipment which has the most energy efficient combination of
design options, other criteria for selecting candidate standard levels include: the combination of
design options with the lowest life-cycle costs; and standard levels that incorporate noteworthy
technologies or fill in large gaps between efficiency levels of other candidate standards levels. In
thiscasethe LCC resultsfor different product classes show positive savingsfor consumers (although
not necessarily the minimum savings) and fill in the gap between uniform efficiency levelsfor the
candidate standard levels.

6-30



Based on these criteria, shipments results are presented for the following five TSLs:

. TSL 1: 11 SEER for all product classes,

. TSL 2: 12 SEER for all product classes,

. TSL 3: 12 SEER for air conditioners and 13 SEER for heat pumps,
. TSL 4: 13 SEER for al product classes, and

. TSL 5: 18 SEER for all product classes.

6.4.2 Shipment Results

The model provides a rather detailed picture of possible standards impacts on purchases,
replacement, and repair of CAC-HP. Figures 6.12 through 6.14 show the shipments results for the
five TSLsbased on ARI cost data, a survival function yielding an 18 year average equipment life,
and electricity price forecasts from the Annual Energy Outlook (AEO) 2000 Reference Case. Three
sets of results are provided based on the NAECA (Figure 6.12), Roll-up (Figure 6.13), and Shift
(Figure 6.14) efficiency scenarios. Historical data points are also provided in each of the Figuresto
show how closely the shipments models agree with historical data.

Under all efficiency scenariosshipmentsdrop inthefirst year that standardsbecomeeffective
as some consumers forego the purchase of more efficient air conditioners and heat pumps due to
their higher purchase price. With progressively higher TSLs, product efficiency and product
purchase priceincrease, resulting in agreater number of consumersforegoing the purchase of more
efficient equipment. Forecasted shipments differences are slight between the three efficiency
scenarios. Because the Roll-up efficiency scenario assumes the lowest number of high efficiency
units beyond the minimum standard level, forecasted shipments are greatest under this efficiency
scenario asasmaller number of consumersare foregoing the purchase of new equipment. The Shift
efficiency scenario assumes the largest number of high efficiency units beyond the minimum
standard level and, as aresult, this efficiency scenario forecasts the fewest shipments. Shipments
forecasted under the NAECA efficiency scenario fall in between those forecasted under the Roll-up
and Shift efficiency scenarios.
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Figure6.14 Combined Central Air Conditioner and Heat Pump Shipment Forecasts
based on Shift Effciency Scenario and AEO 2000 Refer ence Case

6.4.2.1 Sensitivity to AEO2000 For ecasts

Sensitivities were conducted on the impact of different AEO2000 forecasts on the shipment
forecasts. Figure 6.15 shows how the base case shipments forecast under the NAECA efficiency
scenario is impacted by the AEO2000 Low Growth Case and AEO2000 High Growth Case.
Shipments forecasts based on the Low Growth Case result in lower shipments relative to the
Reference Case while the High Growth Case results in greater shipments. The impact of the Low
Growth and High Growth Cases on the base case shipments forecasts under the Roll-up and Shift
efficiency scenarios are relatively the same as that under the NAECA efficiency scenario. Inturn,
theimpact of the different AEO forecasts on thefive TSL forecasts are also similar to the impact on
the base case forecast under the NAECA efficiency scenario. Also of notein Figure 6.15, the slight
dip in forecasted shipments after 1999 is due to a corresponding dip in new housing completions as
forecasted by AEO2000.
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6.4.3 Shipment Scenarios

As discussed in Chapter 5 on the Life-Cycle Cost and Payback Period Analysis, two
scenarios were investigated where lower estimates of the manufacturer costs and system lifetime
wereanalyzed. Thesescenariosareinvestigated to determinetheir impact on the shipment forecasts.
All shipment scenarios are conducted only with the NEACA efficiency scenario and AEO2000
Reference Case.

6.4.3.1 Manufacturer Cost Scenario

The manufacturer cost scenario involvesreplacing the cost estimates submitted by ARI with
those from the reverse engineering analysis. Table 6.2 shows the percentage change in the annual
shipment forecasts from substituting the ARI-based manufacturer costs with those from the reverse
engineering anaysis. For al TSLs, there are a greater number of shipments forecasted under the
reverse engineering manufacturer cost scenario. Because the reverse engineering manufacturer cost
estimates are lower than those from AR, thereisless of an increase in central air conditioner and
heat pump purchase prices. Thus, fewer consumers forego an equipment purchase.
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Table6.2 Shipments|mpact from Rever se Engineering Manufacturer Cost Scenario

Per centage Change from Shipments For ecasts based on ARl Manufacturer Costs
Y ear Base Case TSL 1 TSL 2 TSL 3 TSL 4 TSL 5
2000 0.0% 0.0% 0.0% 0.0% 0.0% 0.0%
2001 0.0% 0.0% 0.0% 0.0% 0.0% 0.0%
2002 0.0% 0.0% 0.0% 0.0% 0.0% 0.0%
2003 0.0% 0.0% 0.0% 0.0% 0.0% 0.0%
2004 0.0% 0.0% 0.0% 0.0% 0.0% 0.0%
2005 0.0% 0.0% 0.0% 0.0% 0.0% 0.0%
2006 0.0% 0.3% 0.9% 1.2% 2.8% 6.8%
2007 0.0% 0.3% 0.8% 1.1% 2.4% 6.6%
2008 0.0% 0.3% 0.8% 1.0% 2.1% 6.3%
2009 0.0% 0.3% 0.8% 1.0% 1.8% 6.1%
2010 0.0% 0.3% 0.7% 0.9% 1.5% 5.7%
2011 0.0% 0.3% 0.7% 0.9% 1.5% 5.6%
2012 0.0% 0.3% 0.7% 0.9% 1.4% 5.3%
2013 0.0% 0.2% 0.6% 0.8% 1.3% 5.0%
2014 0.0% 0.2% 0.6% 0.8% 1.3% 4.8%
2015 0.0% 0.2% 0.6% 0.8% 1.3% 4.6%
2016 0.0% 0.2% 0.6% 0.7% 1.2% 4.3%
2017 0.0% 0.2% 0.6% 0.7% 1.2% 3.8%
2018 0.0% 0.2% 0.5% 0.7% 1.2% 3.0%
2019 0.0% 0.2% 0.5% 0.7% 1.2% 2.5%
2020 0.0% 0.2% 0.5% 0.7% 1.2% 2.0%
2021 0.0% 0.2% 0.5% 0.7% 1.2% 1.7%
2022 0.0% 0.2% 0.5% 0.7% 1.2% 1.5%
2023 0.0% 0.2% 0.5% 0.7% 1.2% 1.5%
2024 0.0% 0.2% 0.5% 0.7% 1.2% 1.7%
2025 0.0% 0.2% 0.5% 0.7% 1.2% 1.8%
2026 0.0% 0.2% 0.5% 0.7% 1.2% 2.0%
2027 0.0% 0.2% 0.5% 0.7% 1.2% 2.2%
2028 0.0% 0.2% 0.5% 0.7% 1.2% 2.3%
2029 0.0% 0.2% 0.5% 0.7% 1.3% 2.6%
2030 0.0% 0.2% 0.6% 0.7% 1.3% 2.9%

6.4.3.2 Lifetime Scenario

The lifetime scenario is based on aretirement function yielding an average lifetime of 14
yearsin which no compressor replacement occurs. The shorter lifetimeis based on the assumption
that most, if not all, consumers when faced with replacing a failed compressor would choose to
replace the entire system rather than replace the compressor in arelatively old system. Table 6.3
showsthe percentage change in the annual shipment forecasts based on the use of a 14-year average
lifetime retirement function. For all TSLs as well as the base case, there are greater number of
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shipmentsforecasted. Because unitsare being retired earlier (14 years on average versus 18 years),
more shipments are forecasted.

Table 6.3 Shipments|Impact from 14-year Average Lifetime Scenario

Per centage Change from Shipments For ecasts based on ARl Manufacturer Costs
Y ear Base Case TSL 1 TSL 2 TSL 3 TSL 4 TSL 5
2000 3.8% 3.8% 3.8% 3.8% 3.8% 3.8%
2001 5.8% 5.8% 5.8% 5.8% 5.8% 5.8%
2002 6.5% 6.5% 6.5% 6.5% 6.5% 6.5%
2003 7.5% 7.5% 7.5% 7.5% 7.5% 7.5%
2004 7.8% 7.8% 7.8% 7.8% 7.8% 7.8%
2005 7.8% 7.8% 7.8% 7.8% 7.8% 7.8%
2006 7.7% 8.0% 8.3% 8.5% 9.8% 17.0%
2007 7.3% 7.6% 7.9% 8.1% 9.1% 16.2%
2008 7.1% 7.5% 7.8% 8.0% 8.8% 15.6%
2009 7.5% 7.9% 8.3% 8.4% 9.0% 15.6%
2010 8.1% 8.4% 8.8% 8.9% 9.4% 15.3%
2011 9.0% 9.4% 9.8% 9.9% 10.3% 16.0%
2012 9.6% 9.9% 10.3% 10.4% 10.8% 15.8%
2013 9.7% 10.0% 10.3% 10.4% 10.8% 15.0%
2014 9.5% 9.8% 10.1% 10.2% 10.5% 13.9%
2015 9.4% 9.7% 9.9% 10.0% 10.3% 13.0%
2016 9.4% 9.6% 9.8% 9.9% 10.1% 12.0%
2017 9.1% 9.3% 9.5% 9.6% 9.8% 11.0%
2018 8.5% 8.7% 8.9% 8.9% 9.1% 9.5%
2019 8.2% 8.3% 8.5% 8.5% 8.7% 8.5%
2020 8.1% 8.2% 8.3% 8.3% 8.5% 7.8%
2021 8.0% 8.1% 8.2% 8.2% 8.3% 7.2%
2022 7.9% 8.0% 8.0% 8.1% 8.1% 6.7%
2023 8.0% 8.1% 8.1% 8.1% 8.1% 6.7%
2024 8.1% 8.2% 8.2% 8.2% 8.1% 6.7%
2025 8.2% 8.2% 8.1% 8.1% 8.1% 6.7%
2026 8.1% 8.1% 8.1% 8.1% 8.1% 7.1%
2027 8.0% 8.0% 8.0% 8.0% 8.0% 7.3%
2028 7.8% 7.9% 7.9% 7.9% 8.0% 7.6%
2029 7.7% 7.8% 7.9% 7.9% 8.0% 8.1%
2030 7.7% 7.8% 7.9% 7.9% 8.1% 8.7%

6.4.4 Salesand ShipmentsImpacts of Efficiency-Induced Price Changes

Figures 6.16 through 6.19 show the impacts relative to existing minimum efficiency
equipment (i.e., 10 SEER) on forecasted equipment sales and shipments due to different efficiency
levels (i.e., 11 through 13 SEER and 18 SEER) by product class under the NAECA efficiency
scenario and AEO2000 Reference Case. To note, the Shipments Model forecasts equipment sales
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in millions of dollarswhile shipments are forecasted in millions of units. Results are not shown by
Trial Standard Level aseach of the product classes are affected differently by changesin efficiency.
Inthefigures, both theimpactsat the year the efficiency level isassumed to become effective (2006)
and the average impactsover theforecast period (2006 to 2030) areillustrated. For all classes, sales
and shipment impactsfor the 11 SEER efficiency level arewell within 5% of the base case. For both
HP classes, sales and shipment impacts for the 12 SEER efficiency level are aso within 5% of the
base case. Larger sales and shipments impacts are forecast for al other efficiency levels.
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Figure6.16 Impacts of Increased Efficiency for the year 2006 and
Average Impacts over the period 2006 to 2030 for Split A/C
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Figure6.17 Impacts of Increased Efficiency for the year 2006 and
Average Impactsover the period 2006 to 2030 for Split Heat
Pump Sales and Shipments
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Figure6.18 Impacts of Increased Efficiency for the year 2006 and
Average Impacts over the period 2006 to 2030 for Package
A/C Sales and Shipments
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Figure6.19 Impacts of Increased Efficiency for the year 2006 and
Average Impacts over the period 2006 to 2030 for Package
Heat Pump Sales and Shipments

The biggest factor that influences the size of the potential standards-induced changesisthe
actual installed consumer priceincreasethat isinduced by the standard. If priceincreasesarelarge,
the shipments volume decreases almost proportional to the price increase, but because the price
elasticity is less than one, price increases result in increased gross sales dollar volume. The net
financial impact of these opposing effects is examined in more detail in the manufacturing impact
anaysis (Chapter 8).

Some of the measures that consumers might take to avoid the purchase of a new higher-
priced CAC-HP keep them out of the market for only arelatively short period of time. Therefore
thereissomerecovery fromtheinitial shipmentsdrop that might be seenintheyear anew efficiency
level first takes effect. It isforecasted that the long term average shipments drop is approximately
40% and 35% lessfor CAC and HP, respectively, than the drop which might be seenin thefirst year
that the efficiency level takes effect.

6.4.5 Impactson Mean Age, Mean Lifetime, Early Replacements, and Total Repairsof CAC-
HP

Figures 6.20 through 6.23 illustrate the estimated rel ative impacts on the mean age of CAC-
HP, themean CAC-HPlifetime, theearly replacement of CAC-HP, and thetotal volumeof CAC-HP
repairs. These are average impacts over the time period of 2006 to 2030. These four different
measures of CAC-HP retention measure different types of consumer reactions to higher potential
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CAC-HP prices. Impacts are shown by product classin the following figures and have determined
only under the NAECA efficiency scenario and AEO2000 Reference Case.
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Figure6.20 Average Impacts on Mean Age, Mean Lifetime, Early
Replacements, and Total Repairsover the period 2006 to 2030 for
Split A/C
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Figure6.23 Average Impacts on Mean Age, Mean Lifetime, Early
Replacements, and Total Repairsover the period 2006 to 2030 for
Package Heat Pumps

The increase in repair rate measures the impact of consumers who perform an extrarepair
on their CAC-HP rather than retire the machine. As shown in Figures 6.20 through 6.23, such
repairs increase with increased efficiency. This increase is primarily due to the corresponding
decrease in consumers that replace their machines early.

The extended lifetime of CAC-HP reflectsrepairsthat consumers might undertaketo extend
the lifetime of CAC-HP. Such extended repairs will have a delayed effect on the average lifetime
of aCAC-HP, and only arelatively small fraction of machines will receive such extended repairs.
Anextrarepair extendsthelife of a18.4 year old machine by at most six years. Themost significant
impact of increased efficiency onlifetimeisillustrated at the 18 SEER efficiency level. For example
in Figure 6.20 for Split A/C, the 18 SEER efficiency level increases the mean lifetime by
approximately 6% or just over one year.

The increase in mean age of a CAC-HP illustrates both the impacts of extra repairs and a
decrease in consumers replacing their systems early. The proportion of older machines increases
dightly, and this resultsin a dlight increase in the average age of machines. Again, it takes severa
yearsfor extrarepairsto have asignificant impact on the CAC-HP age distribution, so the averaged
impact over the period issignificantly smaller than the peak ageincrease which occurs several years
after implementation of the standard.
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